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EXECUTIVE SUMMARY

This report presents the results of the Energy Engineering Analysis
Program (EEAP) study (Increment F) conducted at the Anniston Army Depot,
Anniston, Alabama by Science Applications, Incorporated (SAI) under Contract
No. DACAO1-83-C-0099. The report includes an analysis of energy conservation
projects that can be accomplished using various Army funds, Post funds, and
new management procedures. Also found in the report is a complete listing of
recently implemented energy conservation projects, recommended similar future
projects and a presentation of current and projected Post energy usage. The
result of this analysis indicates that current energy use (FY 1983) can be

reduced by 23 percent if these recommendations are adopted.

The energy use at Anniston Army Depot (AAD) in FY 1983 is shown Table 1.
The total energy use in FY 1983 was 1,053,603 MBtu which is six percent more
than the use of 993,189 MBtu for FY 1982.

The energy conservation measures evaluated by SAI under the Increment F
scope of work are listed in Table 2. As shown in Table 3, ten projects are
recommended for implementation as the result of this analysis. Three of these
projects qualify for QRIP funding; the balance not qualifying for ECIP funds
must be accomplished by Post O&M funds. Increments A, B, & G of the EEAP at
Anniston Army Depot were performed by Day and Zimmermann, Inc. Day and .
Zimmermann, Inc. recommended five ECIP projects for implementation. These
ECIP projects are listed in Table 4. Recommended changes in policy and
procedure at AAD for reduced energy use include:

e Providing additional manpower to maintain the steam and condensate
distribution systems; and

e Replacing standard electric motors and fluorescent lamps with high
energy efficient ones at time of burn-out.

The energy use of the Post is expected to increase by approximately 5,100

MBtu due to constructing 10,000 square feet of new building area. The outlook




TABLE 1. ANNUAL ENERGY USE, FY 1983

—— e A
| Annual Energy Use
' Energy Source Individual Units MBtu Annual Energy Cost
$(000)
] i
Electricity | 601,806 f 2,714
L.P. Gas . 10,139 | 65
Natural Gas , 97 : 1
Fuel 0il (No. 2) ’ 79,482 | 942
Coal 5 362,079 869
. _ i
Total ' 1,053,603 ‘ 4,591




Table 2. ENERGY CONSERVATION MEASURES INVESTIGATED

PROJECT DESCRIPTION

REMARKS

1.

HVAC

Install chilled water optimization
control on central chillers
Building 7

Building 363

Building 362

Install economizer controls on
central air handling systems
Building 7

Building 363

Install night setback, on-off
controls

Heat recovery from building
exhaust air stream. (Air/air)
- General building list

Heat recovery of central
refrigeration equipment
Building 363 -
Building 362

Building 7

Reduce Ventilation
Ruilding 114

Free Winter Cooling
Building 363

Evaluated for Building No. 7
and 363;

Not feasible in Building No.
362 at present time due to
operational problems in data
processing areas.

Building No. 7 presently has
this type control system

Not feasible in Building No. 363
due to added cost of exhaust/
relief and outside air sysems.

Project is presently programmed
for FY 86.

In all buildings observed this

is not feasible:

(1) Low space temperature
requirements;

(2) Lack of central forced air
make-up system; .

(3) Low exhausted air.

Evaluated for Building No. 363
for preheat of boiler make-up
water
Not feasible in Building No. 362
due to lack of recovery need;
Not feasible in Building No. 7
due to lack of recovery need;
Not feasible in Ruilding No. 114
(1) Temperature too low for
process needs
(2) Present central air system
has heat recovery
capabilities '

Evaluated for the supply and
exhaust system.

Evaluated for data processing
air conditioning system.




Table 2. ENERGY CONSERVATION MEASURES INVESTIGATED (Continued)

PROJECT DESCRIPTION

REMARKS

1.

PROCESS

Heat recovery from process areas:
= clean vats
- steam drying ovens

2. Blowdown heat recovery from
boilers

3. Install economizers on boilers
(Building 401) .

4, 1Install air preheaters on boilers
(Building 401)

CONTROLS

1. Optimize start/stop of air
compressors in Building 402

2. Reduction of operating compressed
air pressure (Building 402)

3. 1Installation of oxygen trim controls

on boilers in Building 401

Buildings 409, 114, 130 contain
steam heated vats in which heat
recovery is evaluated.

(1) Exhaust air from vats;

(2) Discharged condensate;
Buildings 409, 433, 130 contain
steam drying oven in which no
feasible heat recovery is
possible;

Low volume exhaust air streams.

This is evaluated with the
proposal for replacing existing
turbine drives with electric
motors. (Blowdown heat will
used in place of turbine
exhaust).

Evaluated.

Evaluated (except until No. 4).

Would not provide additional
control of the system than is
presently obtained by full time
operators.

Not feasible due to process
requirements.

Evaluated.




Table 2. ENERGY CONSERVATION MEASURES INVESTIGATED (Con;inued)

PROJECT DESCRIPTION

REMARKS

UTILITY REPAIR

1. Add steam line insulatio and repair
condensate return lines

2. Steam trap repair and distribution
maintenance

ELECTRICAL

1. Replacement of inefficient lightings
for various buildings

2. Install automatic dimming systems
for existing fluorescent systems

3. Replacement of existing motors with
high efficiency type

4., Replacement of existing transformers
with smaller sizes

5. Power factor correction

BUILDING ENVELOPE

1.

Wall insulation added
Add roof insulation
Reduction of window afea

Insulated (storm) windows

Insulate doors

Programmed in FY 86 or has been
completed as F.E.P.

Replacement and repairment of
traps, values and fittings should
be performed - Evaluated.

Evaluated replacement of
incadescent and mercury vapor
lighting systems.

No application due to low
existing lighting levels and high
retrofit costs.

Evaluated.

Existing excitation load on
transformers does not appear to
be excessive and savings could
not offset replacement costs.

Capacitors interfere with
Powerline Carrier System.

Evaluated.
Evaluated.
Fvaluated for Building 362,

No application.

Evaluated.




Table 2. ENERGY CONSERVATION MEASURES INVESTIGATED

PROJECT DESCRIPTION REMARKS

BUILDING ENVELOPE (Continued)

6.

7.

8.

Vestibules - No application.
Strip doors - Evaluated.
Weatherstripping - No application.
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Table 4. SUMMARY OF RECOMMENDED PROJECTS FROM EEAP STUDY
INCREMENT A, B, AND G
(MODIFIED BY POST)

PROJECTED
ANNUAL PROJECT ESTIMATED ESTIMATED
ENERGY SAVINGS PROJECT SIR COMPLETION

PROJECT NAME MBTU COST* (B/C RATIO) (FY) :

1. Reduce windows 9,018 | 243,400 3.65 1986
42 Buildings ' i .

2. Upgrade district| 11,600 210,400 3.1 1986 |
steam insula- : :
tion - East End g

3. Relamp 57,080 1,842,000 2.9 1986 ?
57 Buildings :

4. Basewide EMCS 28,000 . 1,250,000 1.2 1992 |

5. Install two (2) | 11,149 | 853,400 1.01 1986 |
regenerative i !
dynamometers i !
: | ,

| _— |
| | |
Total ' 116,847 | 4,399,200 : - ; [

*Source: Installation Facilities, Energy Plan, FY 1983-1987, Anniston Army
Depot




for near-term energy use if the building construction takes place and the
recommended energy conservation projects are implemented is presented in
Table 5. The current energy use will be reduced by 20 percent as the result

of these actions.

The Increment F report is termed "Facility Engineer Conservation
Measures" and it is intended to identify low cost conservation actions as well
as large ECIP funded projects. The evaluation was essentially limited to high
energy using buildings. Fourteen buildings were selected for field
inspections. Based upon observations made in the field, ten cost-effective
energy conservation projects were identified. These recommended projects are
listed in Table 3. Also included in the report are recommended training

courses for facility engineer personnel in energy conservation related topics.

Based on the above information, the energy use in the next three years
will vary as shown in Table 5. The estimated eﬁergy use reduction by FY 1985
is 11 percent of FY 1983 use. This equates to an energy usage of 450,000 Btu
per square foot of floor area. When all identified energy conservation
projects are implemented an estimated energy use reduction of 23 percent will

result based on FY 1983 use values.




Table 5. LONG RANGE ENERGY PLAN

IMPACT ON RESULTING PERCENT
TIME ANNUAL ANNUAL CHANGE FROM
PERIOD ACTION ENERGY USE ENERGY USE FY 1983
FY 1983 Energy Use - 1,053,506 .
FY 1985 QRIP Projects (108,396)
Increment F (16,093)
O&M - Installation Funded
New Construction (10,000 5,130
§ square feet)
5 Subtotal (119,359) 934,147 (11.3)
i
! FY 1986 OMA Project (2,000) 932,147 (0.2)
, FY 1987  ECIP Projects (88,847) 843,300 (8.4)
i
i Total Project Savings (210,206) 843,300 (20.0)

10
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EXECUTIVE SUMMARY

This is a summary of the Energy Engineering Analysis performed for the
Anniston Army Depot (ANAD) in Anniston, Alabamg. It includes
recommendations to be considered in the development of a Basewide
Energy Plan, consisting of energy conservation projects and other

recommendations for reduction of the installation's 1985 source energy

consumption.

Anniston Army Depot is located in Northeastern Alabama, approximately 10
miles west of the City of Anniston. The Depot is the largest combat
vehicle rebuilding facility in the free world. The e;stern part of the
property is gently rolling land, while the western part is hilly with
some steep slopes. The Coosa River Storage Annex is operatea as part

of the Depot, with land ranging from gently rolling to mountainous.

This summary presents data on:
- Historical and predicted energy consumption
- Energy comservation procedures for distribution systems
- Energy comservation procedures for buildings and processes
- Utilization of energy monitoring and control systems (EMCS)
- Utilization of wood biomass and waste fuels

- Cogeneration and Replacement Boilers

The conservation of energy in existing facilities can be accomplished in
the following two ways:
- Reduce the basic system energy requirements and source energy use

- Recover energy discharged from one user and utilize this waste
energy for other purposes

ES-1




A reduction in system energy requirements is represented by such
activities as lowering equipment operating temperatures, reduction
of transmission losses by better insulation, and night/weekend setback

or shutdown of energy users and associated distribution systems.

Recover& of energy discharged by one user and utilization of this waste
energy for other purposes is demonstrated by such activities as
returning condensate to boiler systems and recovery of heat from
process exhaust air systems to preheat replacement air. Examples of
energy below the level of practical utilization are exhaust flue gases
from boilers (cooled to near the dew point), and air exhausted from

buildings near ambient temperature conditioms.

This study has been directed towards identifying means of energy conserva-
tion conforming to those two methods identified»as reduction in overall
use and recovery of waste energy. Although the above discussion may
appear to be confined to heat energy, investigations covered electrical

usage, water usage, compressed air, %wood biomass and solar energy.

The number and type of viable ECIP funded projects has been restricted
by direction of the COE, Mobile to those which qualify at an Energy/
Cost ratio of 13 or greater for fiscal year 1985, and which exceed a
Capital Cost Value of $100,000. The total energy savings presented in
this report can be obtained only upon full implementation of the viable
ECIP projects, compliance with the recommended conservation measures
requiring capital investments less than $100,000, and those measures

requiring policy changes at the management level.
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Computer simulations of building energy use were modeled using the
DOE-2.1 program. Computer simulations for energywutilization were
performed on typical building types. Categorizing and prototyping
methodology followed procedures outlined in the Black & Veatch

Study "Engineering Instructions for Preparation of'a Basewide

Energy Systems Plan', dated January 1980. After careful examination
of the ANAD facilities during field surveys, taking into consideration
the building construction, building functions, and plant operating
procedures, a total of 13 typical buildings were computer modeled

to determine their energy use, both thermal and electrical, énd

to verify recorded historical energy consumption figures during the
base year 1975. The final analysis resulted in a correlation which

was within 2 percent of recorded consumption figures.

Energy conservation projects were generated from the energy model
for conservation measures involving building insulatiom, reduction
in fenestration area, temperature controls installation, relighting
with energy—efficient fixtures, and a basewide EMCS. A detailed

analysis is provided in the main report.

The following is a tabulation of the ANAD source emergy consumption

for the fiscal year ending September 1980.

Electricity 491,724 x 106 BTU
Fuel 0il No. 2 118,343 x 106 BTU
Coal ~ 314,058 x 10° BTU
Natural Gas 78.6 x lO6 BTU
LPG 6,275.8 x 106 BTU -
Total 930,480 Mega BTU
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33.8%
COAL
124, 841 x 106 gTy

12.7%
FUEL OIL
107,153 x 106 gy

NG + LPG
0.7%

52.8%
ELECTRICITY
491,724 x 1068TU

BASEWIDE CONSUMPTION FY-80
TOTAL 930,480 x 100 BTU

FIGURE 1
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This yields a total of 930,480 Mega BTU's for FY-80 (see Figure 1).
It is reported that operations during this period were at the

normal production level for this facility.

Figure 2 shows the historical and predicted annual energy consumption
for a ten-year period through fiscal year 1986, reflecting the

effect of proposed conservation measures.

It was determined that the fuel consumption rate for this facility
is partially weather-dependent. Since about 437 of the steam
generatéd in the boilers is consumed in process operations, the
remainder is Eherefore consumed in building heating and transmission
line losses getting the steam to the buildings. Figure 3 shows

the monthly fuel consumption for fiscal year 1980. Note the peaks

during the cold winter months.

Figure 4 shows the basewide electrical consumption foy the past

three fiscal years. Recent annual consumption shows a slight decline
due to the shaving of peaks in cold winter months, while the

average yeérly consumption remains relatively constant between

42 and 43 million kilowatt hours. It is apparent the peaks have
been reduced as a result of an Executive Order prohibiting
supplemental electrical heating units where a building already

contains a main source of heat.

Production levels in the near future can be expected to remain
the same as for fiscal year 1980. Therefore, assuming similar
weather conditions for the Anniston Area, future fuel consumption

on a short term basis should remain relatively constant.
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The projected basewide energy costs through fiscal year 1986

are shown on Figure 5. Projections are made for the facility if
operated in its 1980 mode plus proposed steam load increases.
Predicted costs resulting from the anticiﬁated energy savings from
implementation of all energy conservation projectg and recommendations
in FY-85 are shown by the solid line graph. The following escalation

rates were used for calculation purmoses:

Fuel 0il: 1.14 (14%)
Coal: - 1.10 (10%)
Electricity: 1.13 (137%)

A total of 13.6% or 135,000 Mega BTU can be saved annually upon
implementation of all viable ECIP projects and energy consgrvation
recommendations determined by this study. Figure 6 shows the
total source emergy reduction. Further breakdown of the total

savings yields the following:

Fuel 0il: 5,290 x 10° BTU saved
Coal: 30,290 x 10° BTU saved
Electricity: 99,230 x 106 BTU saved

Projects for source energy reducticn are listed in Table 1 with
their corresponding E/C ratio. Table A-1 contains projects not

qualifying for ECIP funding, requiring less than $100,000
capital expenditure, but Which are considered to be good energv-

saving measures. (See Appendix A of this summary. )
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Further explanation of the historical energy consumption, basewide
energy model, and energy conservation analysis can be found in the
Energy Use Survey. The analysis for control schemes and basewide
EMCS applications is included in the report on Energy Monitoring and

Control Systems.

The composite total in energy reduction for building improvement
projects is not a simple algebraic summation of individual project's
energy savings. Due to synergistic effects, the composite total
savings are apprﬁximately 85% of the simple sum. Consideration must
be given to these synergistic effects when arriving at emergy savings

using different combinations of energy comservation projects.

The addition of simple temperature controls or the installation

of a basewide EMCS essentially accounts for the same block of
energy to be saved. One or the other must be chosgn, and thus the
‘energy savings can only be taken credit for one time. Although

the initial cost is greater to install the EMCS, it does have a
decided advantage Qver the simpler temperature controls arrangement
due to its inherent ability to monitor and report out of state
operating conditions. This discourages tampering by personnel

and ultimately guarantees energy savings, provided the system is

properly installed and maintained.
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A detajled study of the utilization of Biomass material from the
14,000 acre Anniston Site as an energy source was conducted. This
study indicated that it would take 20 to 25 yéars to develop
woodlands capable of maintaining a reasonably uniform level of
Biomass material. However, there is opposition to increasing the
amount of woodlands at ANAD for security reasons which prevents
production of enough wood capable of generating the steam required

by this facility.

At present, wood biomass would be a more expensive fuel than coal
or oil at Anniston Army Depot. Due to the high moisture content
of wood and handling expenses, the cost of burning wood grown on

site would be about 1.7 times that of coal per BTU equivalent.

However, since there al?eady exists a Forestry Program which
involvg§ the regular removal of timber, any wood which is not of
sawtimberAquality.may be utilized in the following ways:

- used as a fuel at ANAD

- sold to pulp mills

- separated, using the low quality wood for fuel at Anniston

and selling the high quality wood to pulp mills.

A complete analysis on the burning of wood materials is presented

in the Biomass Survey section of the report.

An analysis was performed for the application of central boiler
plants as a method of meeting the projected growth in steam demand
as established in the ANAD Master Plan. It was determined that

under present levels of summer steam demand, the installation of
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cogeneration equipment was not economical, making a life cycle cost
analysis (LCC) of this alternative a meaningless calculation. The
final recommendations suggest the installation of new coal fired
steam generators at a location in the east end of the depot. We
recommend the installation of (3) - 30,000 1bs./hr. boilers, one at
a time, at convenient intervals based on anticipated steam demand
increases from the present time through the year 1988. Details of

the study are presented in the section on Central Boiler Plants.
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APPENDIX A-

POTENTIAL CONSERVATION MEASURES
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TABL

E A-1

POTENTTIAL CONSERVATION MEASURES REQUIRING CAPITAL INVESTMENT

Project Studied

Comments

10.

11.

12.

Insulate walls of chemical
cleaning tanks

Install retractable covers
on chemical cleaning tanks

Install boiler economizers,
oxygen trim controls, blowdown
heat reclaim devices, etc.

Reset outside air dampers to

Good Project

Good Project

Viable for process loads; short
heating season does not justify
capital cost of retrofit

Good project; very limited application

minimum requirements of ASHRAE 62-73

Add floor, ceiling, and wall
insulation

Install storm windows

Install solar shading devices:
- Solar window film

- Solar screens

Overhangs

- Awnings

Weatherstrip doors

This is a viable project for specifi;
buildings only ’

Limited applications to non-
industrial structures

Solar energy currently provides-
assistance to building heating in
some buildings with significant
window area

Limited applications to non-industrial
structures

Install vestibules around high This project has limited applica-

traffic doors

Install setback temperature
controls

Install regenerative engine

Reduce glass area by adding
insulated panels

tion due to size of vehicles

Good Project

Good Project

Good Project
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POTENTIAL CONSERVATION MEASURES REQUIRING CAPITAL INVESTMENT

(Continued)

Project Studied

Comments

13.

14,

15.

16.

17.

18.

19.

20.

21.

22.

23.

24,

Install flue dampers, smaller
jets, dual burners, electronic
ignition, ete. in small furnaces

Replace manual control valves or
install temperature regulators
in cast-iron radiators

Replace existing coal boilers
with gas/oil conversion kits
with modern packaged boilers

Replace incandescent lighting
with higher efficiency lighting
systems

Install photocell lighting
controls

Replace existing motors with
motors of the high efficiency
type

Reduce lighting levels to
minimum standards

Install water closet tank
inserts, flow reducing shower
heads, or other water conserving
devices to reduce pumping energy
consumption

Insulate existing steam lines

Revise existing chilled water/
hot water pumping schemes to
more efficient methods

Deactivate individual room
thermostats in barracks and
install temperature reset
controls on chilled and hot
water

Shut down steam plants in the
summer and satisfy process steam
needs with electric boilers

ES-18

Short heating season does not justify
capital cost of retrofit

Not cost effective where central
controls are recommended

This project does not meet the
criteria

Good Project

This project has limited application

There is an engineering disagree-
ment concerning this project
particularly where large older
motors are involved

Limited application - many fadilities
are below minimum standards |

Limited Application

Good Project

N/A

N/A

N/A




POTENTIAL CONSERVATION MEASURES REQUIRING CAPITAL INVESTMENT

(Continued)

Project Studied

Comments

25.

26.

27.

28.

29.

30.

31.

32.

33.

34,

35.

36.

37.

38.

39.

40.

Install infrared heating in
warehouses, hangars, and shops

Install economizer systems for
"free cooling'" in intermediate
seasons :

Modify multizone systems to
include hot/cold deck reset

Modify cooling tower systems to
cycle fan with load and/or
install bypass valving

Install load-shedding system to
minimize demand charges

Correct power factor

Install chilled and hot water
reset controls

Ingtall FM radio control system

Repnlace existing windows with
insulating panels

Insulate temporary buildings

Upgrade electrical distribution
veltage

Install total or selective
energy plants

Install energy monitoring and
control system (EMCS)

Install heat reclaim devices
on air-cooled condensers

Replace remotely located absorption
chillers with more efficient
electric-driven chillers

Install solid -waste-burning
boilers

ES-19

This nroject does not meet the
criteria due to short heating
duty cvcles

This nroject does not meet the
criteria in retrofit applications

N/A

N/A

N/A_

This project does not meet the
criteria

N/A

N/A&

Very limited application

N/A

N/A

This project does not meet the
criteria

Good Project

Limited Application

N/A

This project does not meet the
criteria




POTENTIAL CONSERVATION MEASURES REQUIRING CAPITAL INVESTMENT

(Continued)
Project Studied Comments

41. Install trailer enclosing This project has limited additiomal
devices at loading docks application

42. Install solar energy systems This project does not meet the
where feasible criteria

43. Install air-to-air heat reclaim This project does not meet the
devices in high exhaust areas, criteria

such as messhall kitchens
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TABLE A-2

POTENTIAL CONSERVATION MEASURES REQUIRING POLICY CHANGES
AT INSTALLATION LEVEL

Project Studied

Comments

10.

11.

12.

13.

14.

Replace domestic water heaters
with higher efficiency models
as replacement is required.

Shut down steam boilers and branch

lines in summer

Reduce domestic hot wgter
temperatures from 140°F to
110-120°F

Replace electric motors with
motors of the high efficiency
type on replacement basis

Use task 1ighting

Install temporary 4-mil plastic
storm windows

Shut down HVAC and DHW systems
in unoccupied buildings

Calk cracks on self-help basis

Install high-efficiency trans-
formers on replacement basis

Enforce indoor space temperature
regulations

Repair steam and condensate
leaks

Repair air leakage in ducts

Turn pilot lights for heating
equipment off for the summer

Replace air-conditioning units
with high efficiency models as
replacement is required

ES-21

Good Project

Currently Practiced

Good Project

Good project, limited application
due to motor frame sizes of older
equipment

Currently Practiced

Good Project
Currently Practiced

Good Project

Good project - recommend replacement

of all oversized transformers

Good Project

Good Project

N/A

Good project

Good project




APPENDIX B

BUILDING DATA
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TABLE 1

TABLE 2

TABLE 3

TABLE 4

TABLE 5

TABLE 6

INDEX

APPENDIX B

Prototypé Buildings

Legend for Table 1

Typical Building Energy
Consumption Data

Air Change Rates Used for Infiltration

Monthly Thermal Computer
Analysis Data

Tabulation of Energy Requirements
By Typical Building Groups & Areas

Tabulation of Energy Requirements
By Building Number and Area

ES-23

PAGE NO.

ES-24

ES-25

ES-26

ES-27

ES-28

ES-29 to ES-42

ES-43 to ES-52




DTa

TABLE 1

Prototyre/Computer Simulated
AAD '
Catagory | Blég.
Cede No. Function Similar 3uildings
A=l-2 7 Eeadquértars None
A=l-2 53 Security None
A=1l=2 ' Qffice
Wel=E 362 | warshouse None
A=1-¥ 1 | office 2, 75, 220, 221, S-15, S-15, S-47,
S=48, S=43, S=274
A=1=0 105 General 106, 363 (Air Condition arsa only)
' 'Euzpcs.
A-1=0 | 140 | Administratien | 100, 141, 502
M=l-Z 501 | Tank Repair . | None
Shop
M.I.H ' 21 Shcp 3' 4’ 5' 8' 9' 10, 13' 22' 27’ 28
Me=2-y 54 | Shipping 58, ss, 65, 87, 88, 171, 172, 380,
| 381, 600, 652, 654, 658, 8§63, 670
- 673, 675, 676, 677, 680, 688, S-84
M=1<0 129 | Small Arms 104, 111-115, 127, 128, 130
Shop
M=1=0 | 143 | Tank Repair | 107, 108, 117, 144, 146, 147, 402,
M-1-0 | 400 | Tank Repair None '
Shep
‘M=1=0 409 | Vehicle Maint, | 410, 433
Shep

ES-
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TABLE |

LEGEND

Category .

Code Buildiqg_gzgg_____
A-l-E Administrarion
A=1=Y Qffics
A=1=0 Admindstracion
Meleg Main:lﬂﬂnca/?:ﬁdnc:icu
Meley ¥aintenanca/Production
Me2-¥ Maintenance/Produceion
Mel0 Hii&tinancn/?rnductinn
W—1=g Warshouse

ES-25

BVAC Svstem

Permanent Air Conditiop-
Cil-fired individual heating
plane

Permanent Air Condirion -
Coal~-fired individual
heating plant

Permanent air condition -
Coal-firad central ‘bailar
plant

Permanent Un-air condizion -
Oil-fired individual hegting
plant

Permanent Un-air condition -
Coal=-firad individual heating
plant

Permanent Up-air condirion -
Coal-fired cemrral boilar

plane

Parmanent Un-air condirtion -
Oil-fired individual heating
plane -
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TABLE 3

ANNISTON AD

AIR CHANGE RATES USED FOR INFIZTRATION

S3LDG. NO. AS IS INSUL. ROOF INSUL. WALLS REDUCE GLASS

1l

7

21

S3

54

104

105

129

140

143
362 (Qffice)
362 (Warehse)

400

409

501

w

[

B
wn
]
]

3.5 3

[
(V]

LI S S N
I I
tlh n w
(NN N

U B N N W SN ) l(.uNbJ'I [ 8]

LLuvyuwaww
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APPENDIX C

LIST OF REPORTS
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LIST OF REPORTS

ENERGY USE SURVEY

Narrative - Volume I, Section 3

Supporting Data - Volume II & III

ENERGY MONITORING AND CONTROL SYSTEMS

Narrative - Volume I, Section 4

Supporting Data - Volume II

BIOMASS SURVEY

Narrative - Volume I, Sectiomn 5

Supporting Data - Volume III

CENTRAL BOILER PLANTS

Narrative - Volume I, Section 6

Supporting Data - Volume III

BASEWIDE ENERGY PLAN RECOMMENDATIONS

Narrative - Volume I, Section 7

ECIP PROJECT BROCHURES

Narrative - Volume I, Section 8
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